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CATEGORY: Audible Signal Device
LISTEE: Interactive Technologies, 2266 N. 2nd Street, North St. Paul MN 55109

Contact: *Randy Libersky (651) 773-2235

DESIGN: Models 13-046, 60-278 (hardwired) and 60-353 (wireless) sirens. Refer to listee's data
sheet for detailed product description and operational considerations.

INSTALLATION: In accordance with listee's printed installation instructions, applicable codes and ordinances
and in a manner acceptable to the authority having jurisdiction.

MARKING: Listee's name, model number and UL label.

APPROVAL.: Listed as an audible device for use with separately listed compatible household fire alarm
control units.

This control unit does not generate a temporal pattern signal. If the distinctive three-
pulse Temporal Pattern Fire Alarm Evacuation Signal (for total evacuation) in accordance
with NFPA 72, 1993 Edition is required, the control unit must be used with appliances
that can generate the temporal pattern signal. Refer to manufacturer’s Installation
Manual for details.
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I:n'*lf.%{?.}/] results and/or other data but does not make an independent verification of any claims. This listing is not an endorsementor
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